Building Services / Systems Failure (Code Yellow)

Power Outage

Chief Warden’s Actions

The Chief Warden shall consider the following actions:
1. Immediately report the building services / systems failure to the Facility Manager;
1. Place Emergency Control staff on standby;
1. Ensure that the building occupants do not attempt to use building services such as lifts;
1. Implement a manual system of communication; and
1. Evaluate the need to evacuate the building and , if necessary and dependant on the evaluation, commence a partial or full evacuation of the building.

If there is a failure of the building electrical system or safety systems, the evacuation of occupants must be ordered and completed before the battery power for the emergency lighting system for example, emergency lights and / or exit signs (especially in stairwells) begin to fail.


Advice to media
Information concerning Bomb Threats or suspect packages should not be given to the media.  Apart from causing unnecessary worry to relatives and staff, it could easily lead to an increase in the receipt of suspect packages or hoaxes.  Under no circumstances should Security Instructions or Procedures be reported or detection equipment photographed.
At the conclusion of the emergency, assemble emergency staff to review procedures, debrief staff and if necessary, arrange to provide counselling, through Organisational Development, to affected staff or the public.


